
AllPhase Companies, Incorporated 
404-A St. Croix Trail North, Lakeland, MN  55043 
Phone: 651-436-2930  Fax: 651-436-3918 
 
May 18, 2011 
 
Cynthia Carlson Heins 
Real Estate Manager 
Planning and Economic Development 
Suite 1100, 25 West 4th Street 
Saint Paul, MN 55102 
 
RE: Asbestos Survey 
 476 Minnehaha Avenue East, St. Paul, MN 

1596-11S-Q 
 
Dear Ms. Cynthia Carlson Heins: 
 
AllPhase Companies, Incorporated, (AllPhase) performed an asbestos survey at the above referenced site in connection 
with a renovation in order to identify Asbestos-Containing Material (ACM), which is a building material with greater 
than 1 % asbestos.  The following report contains the results of the survey performed at the above referenced site.  
 
In summary, 31 samples of building materials were collected and analyzed for asbestos type and amount.  Asbestos 
was detected above 1 percent in one of the thirty-one samples.  These samples only represent building materials that 
were collected from the referenced building structure.   
 
Two samples detected asbestos above 0% and less then 1% asbestos.   
 
Friable ACM, is defined by the Asbestos NESHAP, as any material containing more than one percent (1%) asbestos as 
determined using the method specified in Appendix A, Subpart F, 40 CFR Part 763, Section 1, Polarized Light 
Microscopy (PLM), that, when dry, can be crumbled, pulverized or reduced to powder by hand pressure. (Sec. 61.141) 
 
Nonfriable ACM is any material containing more than one percent (1%) asbestos as determined using the method 
specified in Appendix A, Supbart F, 40 CFR Part 763, Section 1, Polarized Light Microscopy (PLM), that, when dry, 
cannot be crumbled, pulverized, or reduced to powder by hand pressure. EPA also defines two categories of nonfriable 
ACM, Category I and Category II nonfriable ACM, which are described later in this guidance. 
 
"Regulated Asbestos-Containing Material" (RACM) is (a) friable asbestos material, (b) Category I nonfriable ACM 
that has become friable, (c) Category I nonfriable ACM that will be or has been subjected to sanding, grinding, cutting 
or abrading, or (d) Category II nonfriable ACM that has a high probability of becoming or has become crumbled, 
pulverized, or reduced to powder by the forces expected to act on the material in the course of demolition or renovation 
operations. 
 
Refer to the asbestos Laboratory Report and chain of custody for other building materials tested and their locations.  
The following samples detected the presence of asbestos greater than 1%: 
 
Friable  -   Pipe insulation in basement bathroom—2 lf 
 
This survey is an attempt to identify ACM.  However, there is no guarantee that all potential ACM was identified.  If 
suspect ACM is discovered during the work and is not listed in this or previous limited surveys, work on that portion of 
the building should cease, the material wetted and covered, and an asbestos inspector brought to the site to sample and 
submit to a certified laboratory the sample to determine its asbestos content.  Pending analytical results, an abatement 
crew should remove the ACM before work continues. 
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INTRODUCTION 
 
The scope of our services was to conduct an asbestos survey, which includes collecting a small portion of the building 
materials and submitting the sample to a certified laboratory for analysis by PLM.  Analysis only assesses the portion 
of building material collected and submitted.   
 

A. Collect bulk samples of suspect ACMs for laboratory analysis. 
B. Analyze the collected samples for asbestos content. 

 
Minnesota requires surveys to be performed by a Minnesota Certified Inspector.  This survey was conducted by David 
Jenkin – Asbestos Inspector #AI8101. 
 
Samples of suspect ACMs were collected by AllPhase by removing a small portion of the suspect material and then 
placing the individual samples into separate sealed containers. 
 
DISCLAIMERS 
 
Asbestos surveys do not necessarily succeed in identifying all locations and types of ACM on-site.  This is because of 
the variety of locations and the inconsistency of asbestos occurrence in a given building material.  Our survey is based 
solely upon the building materials that were observed and sampled for analysis.  Therefore, if unsampled building 
materials are encountered during the demolition, they should be assessed on a material-by-material basis.  If suspect 
ACM is observed which has not been listed in our evaluation, it should be collected and evaluated by a certified 
individual and laboratory, respectively.  If there is a potential for that material to be ACM, work should stop until the 
question of asbestos content and/or abatement is resolved in a manner that protects human health and the environment 
and abides by regulatory guidelines. 
 
Certain building materials are not considered suspect ACM and are not sampled as part of the survey.  These materials 
include but are not limited to wood, concrete (with exceptions), plastics such as polyethylene, polystyrene and 
polyvinylchloride, fiberglass, rubber (natural and neoprene—black synthetic), foam insulation, metals and glass. 
 
METHODOLOGY 
 
Building materials were analyzed by a NVLAP-accredited laboratory, #101768-0.  Laboratory analysis was conducted 
in accordance with Environmental Protection Agency (EPA) guidelines.  The examination for the presence and 
identification of asbestos fibers in bulk samples is performed in the laboratory using cross-polarized light microscopy 
and dispersion-staining, particle-identification techniques.  Analysis was performed in accordance with EPA 
600/M4-82-020 and EPA 600/R-93/116 where applicable.  This methodology determines the presence of asbestos 
varieties, which include Chrysotile, Amosite, Crocidolite, Anthophyllite, Tremolite and Actinolite. 
 
REMARKS 
 
Some of the rules and regulations set by the Environmental Protection Agency (EPA) may apply when the existence of 
ACMs is confirmed.  A complete review of these rules can be found in Part 3 of the Federal Register EPA, 40 CFR 
Part 61.  Summaries of these rules are as follows: 
 
 According to §61.145 of NESHAPS, friable ACMs must be removed from the site prior to demolition.  This 

includes materials that were originally non-friable but have become friable—that is, Category I & II 
material—due to damage or deterioration—for example, floor tile that has significant chipping or cracking.  
The necessity for the removal of Category I and II material is evaluated on a site-by-site basis. 
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 Disturbing ACM may require that the Minnesota Pollution Control Agency and/or the Minnesota Department 
of Health be notified prior to activities with asbestos.   

 
The environmental services performed by AllPhase's survey crew and analyst for this project have been conducted in a 
manner consistent with the degree of care and technical skill exercised by environmental professionals currently 
practicing in this area under similar budget and time constraints.  Recommendations contained in this report represent 
our professional judgment at the time the project was performed.  No other warranty is intended or implied. 
 

 
 
Rennie Smith, P.G.  
Asbestos Inspector (#AI3119) 



Neighborhood Energy Connection 

Residential Energy Specification 

Customer: City of Saint Paul  Auditor: Steve Youlan 

Address:  476 Minnehaha Ave E  Phone: 651‐221‐4462 x124 

         

Spec ID# Spec Title  Specification  Location / Notes 

200 
Replace Boiler with 85% 
AFUE Hot Water Boiler 

Replace existing boiler with a gas fired, 85% AFUE hot 
water boiler.  Installation to include all power & control 

wiring, a set back thermostat, expansion tank, one 
circulation pump, water & gas supply & flue piping.  The 
installation is required to maintain a minimum 70 F indoor 

temperature evenly throughout the conditioned space 
when outdoor temperature is ‐ 10 F.  Remove existing 
boiler, recycle all metal components and dispose of all 

other materials in a code legal dump.    

304 
Replace Water Heater with 
Power Vented .65 EF 

Replace water heater with a power‐vented water heater 
with an EF of .65 or greater.  Include pressure & 

temperature release valve, discharge tube to within 6" of 
floor and PVC flue to power vent to exterior.    



500  Seal Attic Bypasses 

Contractor shall seal all attic bypasses. Bypasses shall be 
defined as any break in the envelope of a house between 

a heated living space and an unheated area or exterior.  
Bypass locations include, but are not limited to, the 
following areas: chimneys, soil stacks, end walls, dropped 

ceilings, open plumbing walls, beneath kneewalls and 
around duct work, electrical work and attic access points. 
Bypasses shall be sealed in such a manner that the 

movement of air through the bypass is essentially 
stopped. "Essentially stopped" means that air leakage will 
not be detected by an infrared scan when the house is 

pressurized to 30 Pascals. Materials to be used for sealing 
bypasses depend on the size and location of the bypass 
and meet code requirements. These materials include 

high quality caulks (20‐year life span), polyethylene rod 
stock, foam, sheetrock, sheet metal, extruded polystyrene 
and densely packed insulation.   

502 

Dense Pack Below Floor 
and blow above floor to R‐
50 

All bypasses shall be sealed before insulating in such a 
manner that the movement of air through the bypass is 
essentially stopped. "Essentially stopped" means that air 

leakage will not be detected by an infrared scan when the 
house is pressurized to 30 Pascals.  Floored attics shall be 
blown below floor boards using the Dense Pack Method 

to a minimum density 3.5 pcf.  Blow above floorboards to 
bring below and above total to R‐50 or more. 

VERMICULITE under floors.  Check for asbestos. 

Dense pack all floors in side attics. 



510  Blow Open Attic to R‐50 

All bypasses shall be sealed before insulating in such a 
manner that the movement of air through the bypass is 

essentially stopped. "Essentially stopped" means that air 
leakage will not be detected by an infrared scan when the 
house is pressurized to 30 Pascals.  Blow insulation to 

depth indicated on manufacturer's coverage chart, 
consistently and evenly to R‐50.  Insulation in the peak 
attic must be marked with a ruler to measure depth and a 

sign with the number of bags used and the date of the 
installation.   

512 
Dense Pack Slants to 

capacity with cellulose 

Determine cavities are free of hazards and can support 

dense packing pressures, locate drilling hazards, control 
dust when drilling from interior.  Blow Slant walls  with 
cellulose to capacity using the Dense Pack Method to a 

minimum density 3.5 pcf.   

518 
Dense Pack Enclosed 
kneewalls 

All kneewalls shall have a top and bottom plate or 
blockers installed using a rigid material.  If fabric material 
is used before dense packing, secure it with 1" crown 

staples every 2" or furring strips every wall stud.  If rigid 
material is used it must cover the entire surface of the 
accessible kneewall area.  If foam sheathing is used, it 

must be listed for uncovered use in an attic; or covered 
with an ignition/thermal barrier.   Blow kneewalls to 
capacity using the Dense Pack Method to a minimum 

density of 3.5 pcf   



520 

Insulate Open Kneewalls 
with Fiberglass Batts 

All kneewalls shall have a top and bottom plate or 
blockers installed using a rigid material.  Air seal all joints, 

cracks and penetrations in finished material including 
interior surface to framing connections.  If fabric material 
is used before dense packing, secure it with 1" crown 

staples every 2" or furring strips every wall stud.  If rigid 
material is used it must cover the entire surface of the 
accessible kneewall area.  If foam sheathing is used, it 

must be listed for uncovered use in an attic; or covered 
with an ignition/thermal barrier.  Insulate all kneewalls to 
R‐19 with encapsulated fiberglass.  Insulate and 

weatherstrip kneewall doors.   

526 

Insulate Above Bay 
Window 

Insulate space above bays to capacity. Insulate floor to 
capacity. Access holes must be patched, plugged and 

painted as necessary. 

Dense pack “eye brow” attic around entire house. 

 

536  Insulate kneewall doors 
Insulate kneewall access doors to R‐19 and weatherstrip 

door to provide a tight seal. 

Insulate and seal all kneewall doors 

after insulating side attics. 



540 
Install additional attic 
ventilation 

Venting shall be placed to minimize its impact on the 
appearance of the house. Where possible, venting shall 

be installed so that 50% is located high (roof vents or 
gable vents) and 50% is located low. All vents shall be 
screened. Vents cut in roof and/or soffits are to be cut full 

to proper size. All vents shall be properly installed 
according to manufacturer's specifications. They shall be 
correctly flashed and roofing tar applied as necessary to 

insure a weather‐tight seal.  Number of vents to be 
determined by contractor.   

800  Air Seal Rim Joist 

Seal cracks and holes in rim joist using caulk, foam or 

other air tight materials.   

1000 

Install ENERGY STAR Rated 
Kitchen Fan 

Install an ENERGY STAR rated exhaust fan connected with 
insulated rigid ductwork into a dampered vent.    

1010 

Install ENERGY STAR Rated 

2‐stage Bathroom Fan 

Install an ENERGY STAR rated two‐speed bathroom fan .8 

sones or less, with a pre‐set low‐speed of 10‐30 CFM and 
a high‐speed boost capability of 70‐110 CFM initiated by a 
wall switch or motion detector.   Vent bathroom fan using 

rigid duct and insulated with fiberglass and vented out 
with dampered roof vent.   

1200 
Replace incandescents with 
CFLs 

Replace incandescent bulbs with ENERGY STAR rated 
compact fluorescent lights.   Install fixtures that meet the 

lighting needs of the particular area.   



1210 

Install ENERGY STAR Rated 
Washing Machine 

Connect new ENERGY STAR rated clothes washer sized 
appropriately for the household.  Use braided steel water 

supply lines and a smooth rubber drain line connected to 
a 2 inch drain with trap.  Remove existing washer, recycle 
all metal components and dispose of all other materials in 

a code legal dump.   

1212 
Install ENERGY STAR Rated 
Dishwasher 

Install ENERGY STAR rated dishwasher including all 
alterations and connections to plumbing and electric 
system.  Remove existing dishwasher, recycle all metal 

components and dispose of all other materials in a code 
legal dump.   

1214 
Install ENERGY STAR Rated 

Refrigerator 

Install ENERGY STAR rated refrigerator sized appropriately 

for the household.  Remove existing refrigerator, recycle 
all metal components and dispose of all other materials in 
a code legal dump.   

 



















































































 

 

April 17, 2012 
 
Roxanne Young 
City of St. Paul HRA 
25 West 4th Street 
St. Paul, MN  55102 
 
Re: 476 Minnehaha Avenue 
 St. Paul, MN  55130 
 KOMA No. 12105 
 
Dear Ms. Young: 
 
At your request, a site visit was made to the above noted residence on April 10, 2012.  The purpose of 
the visit was to observe the southeast corner of the house where a porch had been removed and to note 
general observations of existing conditions.  The exterior was reviewed from ground level and a general 
walk-through was performed of the first, second and basement levels.  Structural observations were not 
meant to be all inclusive.  Also, with both interior and exterior finishes in place, observations of 
concealed spaces were not possible. 
 
Introduction: 
The two-story wood framed house was previously clad in stucco, which has been removed to reveal 
wood siding and a concrete block veneer to the second floor level above what appeared to be limestone 
basement walls.  Reportedly, a covered porch was removed at the east elevation adjacent to the southeast 
corner along with the removal of a porch at the north elevation.  The perimeter walls, floors, and roof are 
assumed to be wood framed.  It was noted above that the concrete block at the exterior perimeter was a 
veneer.  This should be verified before starting any demolition or remedial work.  The interior walls 
were plastered. 
 
Observations: 
The concrete block veneer, in general, appears to be in need of tuckpointing and replacement of cracked 
units.  The veneer at the east elevation adjacent to the southeast corner has been displaced to the south.  
Similarly, the veneer at the north elevation adjacent to the northwest corner has been displaced to the 
west.  These areas show signs of settlement along with separation of mortar joints and cracking of units.  
It is possible that the porch walls at these locations were not supported at a level below grade adequate 
to resist frost movement.  The potential frost movement of the porch walls where connected to the house 
may have caused distress in the veneer.  Also, it is possible there may have been deterioration of the 
limestone basement walls over the years thereby adversely affecting the required support of the veneer. 
 
The interior plaster showed signs of minor cracking and distress.  The interior of the basement wall was 
painted and showed almost no signs of cracking or movement.  This is somewhat inconsistent with the 
observations of the veneer noted above and is one reason the concrete block is believed to be a veneer.   
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Deflection of the floor framing was noted in the general area of the center of the first and second floor.  
It appears that a portion of a bearing wall was removed in the basement adjacent to the mechanical area.  
Screw jacks were installed at each side of the opening created.  However, it appears that the header over 
the opening is not structurally adequate and deflection of the header, along with the supported floors 
above, has occurred. 
 
Remedial Action: 
It appears that the veneer at the southeast corner will need to be removed and replaced.  After removal, it 
is recommended that excavation adjacent to the basement wall be performed to determine the adequacy 
of the wall to support the veneer.  This should also be accomplished at the northwest corner.  
Tuckpointing and replacement of cracked units at the perimeter of the house should also be done.  At 
this time, the adequacy of the attachment of the veneer to the stud backup should be verified. 
 
The basement header noted above should be replaced with an adequately sized member or the stud wall 
should be re-installed. 
 
If additional items become apparent during the course of demolition and remedial work, KOMA would 
be happy to provide services to address issues discovered.    
 
Conclusion:  
The information and opinions contained herein are based upon the limited investigation described at the 
beginning of this report.  No warranties are expressed or implied regarding the existence of other 
unknown conditions not specifically addressed.  Our work is in accordance with generally accepted 
engineering standards and is not intended to be relied upon or transferred to individuals other than the 
addressee.  Should information or conditions become known which differ from the discussion herein, 
they may alter the opinions or conclusions of the undersigned. 
 
If you should have any questions or require further information, please call. 
 
Sincerely: 
 
 
 
Michael J. Lisowski, P.E. 
Krech, O’Brien, Mueller & Associates, Inc. 
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SERVICE AGREEMENT - TERMS AND CONDITIONS 

 
 
CLIENT'S RESPONSIBILITIES: 
The Client shall provide full information regarding requirements for the Project.  The Client shall furnish required information and decisions as expeditiously 
as necessary for the orderly progress of the Work, and the Firm shall be entitled to rely on the accuracy and completeness thereof. 

ACCESS TO SITE: 
Unless otherwise stated, the Firm will have access to the site for activities necessary for the performance of the services.  The Firm will take precautions to 
minimize damage due to these activities, but has not included in the fee the cost of restoration of any resulting damage. 
 
HAZARDOUS MATERIALS: 
The Firm and its Consultants shall have no responsibility for the discovery, presence, handling, removal or disposal of or exposure of persons to hazardous 
materials in any form at the Project site, including but not limited to asbestos, asbestos products, polychlorinated biphenyl (PCB) or other toxic substances. 
 
OWNERSHIP OF DOCUMENTS: 
All documents produced by the Firm under this agreement shall remain the property of the Firm and may not be used by the Client for any other endeavor 
without the written consent of the Firm.  
 
BILLINGS/PAYMENTS: 
Invoices for the Firm's services shall be submitted, at the Firm's option, either upon completion of such services or on a monthly basis.  Invoices shall be 
payable within 10 days after the invoice date.  If the invoice is not paid within 30 days, the Firm may, without waiving any claim or right against the Client, 
and without liability whatsoever to the Client, terminate the performance of the service.  Retainers shall be credited to the final invoice. 
 
LATE PAYMENTS: 
Accounts unpaid 60 days after the invoice date may be subject to a monthly service charge of 1.5% (or the legal rate) on the then unpaid balance.  In the 
event any portion or all of an account remains unpaid 90 days after billing, the client shall pay all costs of collection, including reasonable attorney's fees. 
 
DISPUTE RESOLUTION: 
Any claims or disputes made during design, construction or post-construction between the Client and Firm shall be submitted to non-binding mediation.  
Client and Firm agree to include a similar mediation agreement with all contractors, subcontractors, subconsultants, supplier and fabricators, thereby 
providing for mediation as the primary method for dispute resolution between all parties. 
 
TERMINATION OF SERVICES: 
This agreement may be terminated by the Client or the Firm should the other fail to perform its obligations hereunder.  In the event of termination, the Client 
shall pay the Firm for all services rendered to the date of termination, all reimbursable expenses and reimbursable termination expenses. 
 
GOVERNING LAW: 
Unless otherwise provided, this Agreement shall be governed by the law of the principal place of business of the Firm. 
 
CERTIFICATIONS: 
Guarantees and Warranties:  The Firm shall not be required to execute any document that would result in its certifying, guaranteeing or warranting the 
existence of conditions whose existence the Firm cannot ascertain. 
 
INDEMNIFICATION: 
The Client shall, to the fullest extent permitted by law, indemnify and hold harmless the Firm, it's officers, directors, employees, agents and subconsultants 
from and against all damage, liability and cost, including reasonable attorney's fee and defense costs, arising out of or in any way connected with the 
performance by any of the parties above named of the services under this agreement, excepting only those damages, liabilities or costs attributable to the sole 
negligence or willful misconduct of the Firm. 
 
LIMITATION OF LIABILITY: 
In recognition of the relative risks, rewards and benefits of the project to both the Client and the Firm, the risks have been allocated such that the Client 
agrees that, to the fullest extent permitted by law, the Firm's total liability to the Client for any and all injuries, claims, losses, expenses, damages or claim 
expenses arising out of this agreement from any cause or causes, shall not exceed the Firm’s fee for the project.  Such causes include, but are not limited to, 
the Firm's negligence, errors, omissions, strict liability, breach of contract or breach of warranty. 
 
The Building Codes do not cover all situations. Often the Firm’s interpretation of the code is different than the local building official’s interpretation. The 
building official is required to issue interpretations of the code. The interpretation process can be subjective and tends to be dynamic as the Firm and the 
building official discuss the public health, safety and welfare issues involved.  Often the State is asked to provide an interpretation which the local building 
official considers the “official ruling”.  It is not possible to predict the amount of time required to resolve code issues requiring interpretation, and as such, 
the fee arrangement for dealing with these specific code issues will be on a time and expense basis according to the Firm’s standard rates.  
 
WHOLE AGREEMENT: 
This Agreement, including attached appendices, represents the entire and integrated agreement between the Client and the Firm and supersedes all prior 
negotiations, representations or agreements, either written or oral.  This Agreement may be amended only by written instrument signed by both the Client 
and the Firm. 

 











Project Address: 476 Minnehaha Ave East Saint Paul

Contractor:

Location Description Manufacturer Finish Color Notes
Hall, Closet (5) 2-Light Flush Mount Twin Pack, 15" Nickel, satin at Menards
Bathroom 3-Light Vanity Royce Lighting, Carleton, RV5209ES3 Pewter at Menards
Entry Hall, Dining Room (2) 3 Light Chandelier Royce Lighting, Carleton, RC5209ES3 Pewter at Menards
Kitchen (2) Recessed Can above sink Air Tight fixture with CFL White at Menards
Kitchen (2) 3-Light Flush Mount Royce Lighting, Carleton, RFM5209ES Pewter at Menards
Kitchen (2) Mini Pendant Royce Lighting, Carleton, RMP5209ES1 Pewter at Menards
Bedrooms (4) 2-Light Flush Mount Royce Lighting, Carleton, RFM5209ES Pewter at Menards
Side Entry, Garage (2) Motion Security Light DualBrite 300 watt White at Menards
Front Entry Porch Two Flush Mount Mission, Patriot Lighting #of2739cu Bronze at Menards
Outlet and Switchplate Covers

Kitchen Kitchen Faucet Moen, Model: 7825 Chrome at Menards
Kitchen Kitchen Sink Moen, 33"X22"X8" Model 2212 Stainless at Menards
Bathroom Bathroom Faucet Moen, High Arc CA84003CBN Nickel at Menards
Bathroom Recessed Oval Bowl Vanity Top Imperial Marble, RCxx22SPW White at Menards
Bathroom Toilet Mansfield, ProFit 3, Elongated Front, ADA White at Menards
Bathroom Shower/Tub Existing
Bathroom Shower Faucet Moen, 82008BRB Nickel at Menards

Kitchen Kitchen Cabinets Schock, Pleasant Hill, full overlay flat door and drawer See Plan Natural Maple cabinet

Kitchen Kitchen Cabinet Hardware Schrock Hardware, Model Pull H63 for drawers and doors Brushed Nickel
at Menards or Home 
Depot

Kitchen Kitchen Counter Top WilsonArt, Canyon Black #1755-1 Black Canyon at Menards
Bathroom Bathroom Vanity Pace, Meadowood Maple Natural at Menards
Bathroom Medicine Cabinet Pace, Model: SMC-2530 Meadowod Maple at Menards
Bathroom Vanity Hardware Schrock Hardware, Model Pull H63 for drawers and doors Brushed Nickel at Menards or Home 

Depot
Bathroom Toilet Topper Pace, Model: MOJ-2430-MDW Meadowood Maple at Menards
Bathroom Towel Bar (2 Total) Moen, Model # DN6818xx Brushed Nickel at Menards
Bathroom Toilet Paper Holder Moen, Model # DN6808xx Brushed Nickel at Menards
Bathroom, Toilet Room (2) Hand Towel Ring Moen, Model # DN6886xx Brushed Nickel at Menards
Bathroom Curved Shower Rod Moen, Model # DN2160xx Brushed Nickel at Menards

Walls Throughout (except parlor 
bathroom and kitchen) Wall Paint Sherwin Williams No VOC, SW 6154 flat Nacre Knock Down Finish
Walls Kitchen & Bathroom Wall Paint Sherwin Williams No VOC, SW 6154 eggshell Nacre
Walls- Parlor Wall Paint Sherwin Williams No VOC, SW 7036 eggshell Accessible Beige
Ceiling Throughout (except 
kitchen and bathroom)

Ceiling Paint Sherwin Williams, Ceiling White, No VOC flat ceiling white Knock Down Finish

Ceiling Kitchen and Bath Ceiling Paint Sherwin Williams No VOC eggshell ceiling white
Trim Throughout Trim Minwax Low VOC stain match exist match existing
Basement stairs Paint to match concrete floor grey.
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Living, Enrty, Dining. Beerooms, 
Hall (Kitchen - Alternate #1)

Refinished Wood

Closets Carpet Shaw Anso Yarn Texture Serenity Garden:  Tufted, nylon.
Bathroom - Floor Ceramic Tile American Olean Midwest, Shadow Bay Beach Sand SH51 at American Olean
Bathroom - Walls Ceramic Tile American Olean Midwest at American Olean

Kitchen Range FFGF3053LS Frigidaire 30" Free-standing,Self Clean, Clock black or stainless
Kitchen Microhood FFMV162LS Over the Range Micro/Hood, to be vented to 

exterior
black or stainless

Kitchen Refrigerator FFHT2126LS/K Energy Star Rated 21 cu ft top mounted, 
with icemaker

black or stainless

Kitchen Dishwasher FGHD2433KF Energy Star 24" Built-in Dishwasher, 
including dishwasher cord.

black or stainless

Laundry Washer FAFW3801LW Energy Star Residential Front Load Washer white
Laundry Dryer FAQG7001LW Residential Gas Dryer white

Front Entry Porch & Side Entry 
(2) Storm Door Larson white at Menards
Side Entry Entry Doors with Sidelites Mastercraft E-1. See drawings. white at Menards
Garage Steel Entry Door Mastercraft E-1 Prehung, Six Panel, Steel, Insulated white at Menards
Overhead Door Aluminum MDP38, Raised Panel, Insulated, 7'x16' white at Menards
Interior doors-Second Floor Bedrooms, Bathroom and Closets Existing
Interior doors-First Floor Stair, Cloest and Toilet Room Existing
Exterior Door Hardware Exterior Doors Schlage Avanti, Model 221-409x
Interior Door Hardware Interior Doors Schlage Avanti, Model 221-389x
Windows Vinyl, Thermal Pane, LoE Great Lakes Uniframe or equal white

Roof -House & Garage Asphalt shingles GAF Elk 30 year HD shingle Weathered Wood
Exterior Siding Paint - LP SmartSide Sherwin Williams To be Selected
Exterior Trim, Including Door & 
Window Paint - LP SmartSide Sherwin Williams White
Soffit/Fascia Paint - Exisitng Sherwin Williams White
Deck/Porch Stain color Minwax Low VOC stain Charcoal Grey
Gutters/Downspouts White - Prefinish Aluminum Edco at United Products
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